Physical Technical Testing Institute

Ostrava-Radvanice
() EC-Type Examination Certificate
(2) Equipment or Protective Systems Intended for use

in Potentially Explosive Atmospheres
Directive 94/9/EC

(3) E(SéType Examination Certificate Number:
FTZU 03 ATEX 0104

(4) Equipment or protective system:  Flameproof telephone model 4FP 153 22 to 153 26
(5) Manufacturer:  EESLA STROPKOV, a. s.

(6) Address: Hviezdoslavova 37/46, 091 12 Stropkov, Slovakia

(7) This equipment or prote'éﬁ'ye system and any of acceptable variation thereto is specified in the
schedule to this certificate and the documents therein referred to.

(8) The Physical Technical Testing Institute, notified body number 1026 in accordance with Article 9
of the Council Directive 94/9/EC of.23 March 1994, certifies that this equipment or protective
system has been found to comply with.the Essential Health and Safety Requirements relating to
the design and construction of equipment and protective systems intended for use in potentially
explosive atmospheres given in Annex Il to the Directive.

The examination and test results are recorded in.confidential Report N°

03/0104 dated 09/2004
(9) Compliance with Essential Health and safety requirerﬁemg has been assured by compliance with:

EN 50014:1997+A1+A2; EN 50018:2000; EN 50020:2002

(10) If the sign X" is placed after the certificate number, it indiczﬁa'tés_%that the equipment or protective
system is subject to special conditions for safe use specified in tﬁe;l.;schedule to this certificate.

(11) This EC-TYPE EXAMINATION CERTIFICATE relates only to the d%lgn examination and testing
of the specified equipment or protective system in accordance to the diré stive 94/9/EC.
Further requirements of the Directive apply to the manufacturing process and supply of this
equipment or protective system. These are not covered by this certificate. b

(12) The marking of the equipment or protective system shall include following:

€ M2 EExd[ib]l resp.
IM2 EExdI ligyp apiatusu’"-~._'_
This EC-Type Examination Certificate is valid fill: 30. 09. 2009

Responsible person: '
/ 4 L4 ﬂir{./z:_” ,
Dipl. Ing. Sindler Jaroslav Number of pages: 4

Head of certification body Page: 1/4
This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, Pikartska 7, 716 07 Ostrava Radvanice, tel +420 596 232 7 15, fax +420 596 232 672, e-mail: fizu@ftzu.cz



Physical Technical Testing Institute

Ostrava-Radvanice

(13) Schedule

(9  EC-Type Examination Certificate N° FTZU 03 ATEX 0104

(15) Description of Equipment or Protective System:
The flameproof housing of the telephone apparatus (autligyphone) is made of light alloy
(Mg<6%). The housing consist from two parts with electric connection via flameproof wire
bushing and an auxiliary receiver.
The microphone circuit is designed as intrinsically safe.
The reproductor is separated from the outside with the disc made of sintered brass.
The sight with LED diode served for operating control.
The ligyphone apparatus type 4FP05326 does not contain intrinsically safe circuits.
Cable inputs are made via flameproof cable entry.

Max. input parameters:
Up=90V;[,=20to 60 mA; U,=48to 60 V

(16) Report No. :  03/0104

(17) Special conditions for safe use:  none

(18) Essential Health and Safety Requirements:
Essential health and safety requirement of Directive 94/9/EC are covered by standard mentioned
in (9), according which the product was verified and in manufacturer’s instruction for use.

Responsible person: Date of issue: 30.09.2004

LS

/.
,’f/f . r//:/ ¢

Dipl. Ing. Sindler Jaroslav
Head of certification body

This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, Pikartska 7, 716 07 Ostrava Radvanice, tel +420 596 232 715, fax +420 596 232 672, e-mail: fizu@ftzu.cz



Ostrava-Radvanice
(13) Schedule
a4y EC-Type Examination Certificate N° FTZU 03 ATEX 0104
(19) LIST OF DOCUMENTATION

2

4.

wn

Responsible person:

Physical Technical Testing Institute

Technical conditions TPTE 20 — 087/84 (22 sheets)
Instruction manual 4 VNF B 317 (4 sheets)
Technical conditions TPTE 20 — 118/87 (16 sheets)
Technical instructions 4 VNF B 106 (7 sheets)

Drawings No.:

4 VNF D 174 (list €. 7/10) — prescription for type tests autligyphone
4 VNF D 174 (list ¢. 8/10) - prescription for type tests autligyphone
4 VNF D 174 (list €. 9/10) - prescription for type tests autligyphone
4 VNF D 174 (list ¢. 10/10) - prescription for type tests autligyphone
4FP 153 22-26 flameproof telephone set (specification documents)
4 FP 153 22 - autligyphone

4 FP 153 23, 24 - aut. apparatus

4FP 153 25 — flameproof UB apparatus

4 FP 153 26 — flameproof ligyphone with ampflier

4 FA 143 103 - label

4 FA 143 105 - label

4 FA 143 105/1 - label

4 FA 256 03, 05 — cable gland

4 FA 256 02, 04 - cable gland

Bill of material Z 430 (producer TEKSIS, s.r.0.)

4 FF 664 13 - multicore bushing P89 (supply house ZAM SERVIS)
4 FA 114 12 — insert of filter

//{ wll

Dipl. Ing. Sindler Jaroslav
Head of certification body

Page: 3/4

Date issue:
22.08.2003
17.05.2002
22.08.2003
05.06.2003

22.08.2003
22.08.2003
22.08.2003
22.08.2003
05.06.2003
05.06.2003
05.06.2003
05.06.2003
05.06.2003
05.06.2003
06.02.2004
06.02.2004
28.08.2004
28.08.2004

27.05.1983
05.02.1990

Date of issue: 30.09.2004

This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, Pikartskd 7, 716 07 Ostrava Radvanice, tel +420 596 232 715, fax +420 596 232 672, e-mail: ftzu@fizu.cz



Physical Technical Testing Institute

Ostrava-Radvanice

(13) Schedule

a9 EC-Type Examination Certificate N° FTZU 03 ATEX 0104

(19) LIST OF DOCUMENTATION

5. Drawings No.: Date issue:
10112-7 — bill of mater. of filter (acc STN 02 7706) 27.01.2004
4 FA 036 02 — shrunk ring 14.11.1978
4 FA 083 22 — plug 06.02.1986
4 FF 310 00 — sight 06.02.1986
Bill of material Makrolon 240 7 02.10.2003
4 FA 573 07 — sealing (rubber) 16.09.1976
4 FA 573 06 — sealing (rubber) 16.09.1976
Bill of material (rubber mixture No. 0084)
4 F1 153 08 — scheme autligyphone 21.09.2004
4 F1 153 09 — scheme AUT+ZT 21.09.2004
4 F1 153 10 — scheme UB 21.09.2004
4 F1 153 11 - scheme ligyphone 21.09.2004
4 FK 171 24, 25 (2 sheets) - piece sheet 21.09.2004
4 FK 171 24, 25- mounting plate 21.09.2004
4 FB 001 19 (list 24, 25) — printed circuit 22.09.2004
4 FK 171 26 — mounting plate 21.09.2004
4 FK 171 26 — piece sheet 21.09.2004
4 FE 370 20 (2 sheets) — transformer T3 20.04.2004
4 FE 370 21 (2 sheets) — transformer T2 20.04.2004
4 FB 001 25 ((2 sheets) — printed circuit 20.04.2004
4 FU 153 06 — assembly diagram 21.09.2004
4 FU 153 07 — assembly diagram 21.09.2004
4 FU 153 08 — assembly diagram 21.09.2004
4 FU 153 11 — assembly diagram 21.09.2004
4 FN 150 16 (2 sheets) — packet transformers 14.01.2004

Responsible person: Date of issue: 30.09.2004

Sricdls

Dipl. Ing. Sindler Jaroslav
Head of certification body

Page: 4/4

This certificate is granted subject to the general conditions of the Physical Technical Testing Institute.
This certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU. Pikartska 7. 716 07 Ostrava Radvanice, tel +420 596 232 715, fax +420 596 232 672, e-mail: fizu@fizu.cz



’@I Physical Technical Testing Institute
P . lIllII

K\h E ) Ostrava-Radvanice

(1) Supplement No. 1 to
EC-Type Examination Certificate

(2] Equipment or Protective Systems Intended for use
\ in Potentially Explosive Atmospheres
Directive 94/9/EC
(3) EC-Type Examination Certificate Number:
FTZU 03 ATEX 0104

(4) Equipment or protective system: Flameproof telephone model 4FP 153 22 to 153 26
(5} Manufacturer TESLA, as.

(6) Address Hviezdoslavova 37/46, 091 12 Stropkov, Slovakia

(7) This supplement of certificate is valid for; - recertification according to the standards EN 80079-0,
EN 60079-1, EN 80079-11 and prolongation of certificate validity

(8) Modification of certified apparatus {protective systém) and any of its approved variants are specified in
documentation, list of which is mentioned in scheﬁufe'_gf this certificate.

(9) This supplement to type examination certificate is valid ofly for type examination of design and
construction of product sample in accordance with Annex'3 Paragraph 6) of Directive No. 94/9/EC. The
Directive contains another requirements, which manufacturer EHWJ fulfil before products are place on
market or introduce in service. :

(10) Safety requirements of modified parts were fulfiled by satisfying the THmeg standards:
EN 60079-0:2006 EN 60079-1:2004 EN 60079-11:2007

(11) Marking of equipment shall contain symbols:
Ex I1M2 Exd[ib]l resp.

&) IM2 Exdl

(12) This type examination certificate is valid till 31.07.2012 \ ‘

1 PR
Responsible person: = Date of issue: 16.072
4 /

.-'"' . o I
e fs,

Dipl. Ing. Sindler Jarosiav

Number of pa%s: 2
Page 1/2

Head of certification body

This supplement to cerificate is granted subject to the genaral conditions of the Physical Technical Tesling Institute
This supplement ta cerificate may only be reproduced in its entirety and without any change, scheduls included

EYZIKALNE TECHNICKY ZKUSEBNI USTAV, stitni podnik, Pikartska 7. 716 07 Ostrava Radvanice,
tel +420 595 223 111, fax+420 596 232 672, e-mail: fzui@fizu.cz, web: www ftzu.cz



/ FT z& Physical Technical Testing Institute
R ; )
a/ Ostrava-Radvanice

(13 Schedule

(14) Supplement No. 1 to
EC-Type Examination Certificate N° FTZU 03 ATEX 0104

(15) Description of Equipment or Protective System:
The flameproof housing of the telephone apparatus (autligyphone} is recertified according to the
actual standards EN 80079-0.2006, EN 60079-1:2004 and EN 80072-11:2007.
There on the apparatus are not made any censtructions changes in comparison to the certified model.

(168) Report No. ©  03/0104-D1

(17) Special conditions for safe use: none

(18) Essential Health and Safety Requirements:
Any relevant tests are not necessary to do according successional standards EN 60079-0:2007,
EN 60079-1:2004 and EN 60079-11:2007 as that which were made according to Standards
EN 50014, EN 50018 and EN 50 020.

(19) LIST OF DOCUMENTATION

» Prohlaseni vyrobce ke konstrukénim zménam on 28.05.2007
# Drawings No. 4 FA 143 92 on 18.05.2007
4 FA 143 104 on 13.05.2007
4 FA 143 105 on 18.05.2007
4 FA 143 1051 on 18.05.2007
# User manual No. 4 VNF B 317 (4 sheets) on 14.05.2007
~ Technical specification (change) No. TPTE — 20 — 118/87 (15 sheets) on 14.05.2007
» Technical specification No. TPTE - 20 - 087/84 (21 sheets) on 15.07.2007

Responsible person: Date of issue. 16.07.2007

.-'::\--

Ao,

Dipl. Ing. Smdler Jaroslav Number of pages: 2

FPage: 2/2

Head of certification body

This supplement to certificate is granted subject to the general conditions of the Physical Technical Testing Institute
This supplement to certificate may only be reproduced in its entirety and without any change. schedule included

FYZIKALNE TECHNICKY ZKUSEBNI USTAV. sidini podnik, Pikariska 7, 716 07 Ostrava Radvanice,
(el <420 5395 223 111, fax <420 596 232 672, esmail: Hzuaiiza.ce, web: waww ey



Physical Technical Testing Institute
Ostrava — Radvanice

(1) Supplement No. 2 to
EC-Type Examination Certificate

(2) Equipment or Protective Systems Intended for Use
in Potentially Explosive Atmospheres
(Directive 94/9/EC)

{3) EC-Type Examination Certificate Number:

FTZU 03 ATEX 0104 X

(4) Equipment or protective system: Flameproof telephone model 4FP 153 42-46, 4FP 153 52-54
{5) Manufacturer. TESLA Stropkov a.s.

{6) Address: Hviezdoslavova 37/46, 091 01 Stropkov, Slovenska Republika
(7) This supplement of certificate is valid for: - modification of equipment

(8) Modification of certified apparatus (protective system) and any of its approved variants are specified
in documentation, a list of which is mentioned in the schedule of this certificate.

(8) This supplement to type examination certificate is valid only for type examination of design and
construction of product sample in accordance with Annex 3 Paragraph 6) of Directive No. 94/9/EC.
The Directive contains other requirements, which manufacturer shall fulfil before products are place
on market or introduce in service.

(10) Safety requirements of modified parts were fulfilled by satisfying the following standards:
EN 60079-0: 2006; EN 60079-1:2004; EN 60079-11:2007

(11} Marking of equipment shall contain symbols:
€ M2 ExdI[ib]

(12) This type examination certificate is valid till;  31.12.2012

Responsible person: Date of issud§01.08.2012._

e

Dipl. Ing#Lukas Martinak Page: 1/3

Head of Certification Body
This supplement ta certificate is granted subject to the general conditions of the FTZU, s.p.
This supplement to certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, s.p., Pikartska 1337/7, 716 07 Ostrava-Radvanice, Czech Republic,
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz




Physical Technical Testing Institute
Ostrava — Radvanice

(13) Schedule

(14) Supplement No. 2 to ]
EC-Type Examination Certificate N° FTZU 03 ATEX 0104 X

(16} Description of Equipment or Protective System:

The subject of this supplement is modification of the equipment. The original rotary dial is replaced
with the keypad in an intrinsically safe design. Galvanic separation of intrinsically safe is realized by

transformer inverter optocouplers. Other intrinsically safe circuits remain unchanged.

In flameproof enclosure is added multi-wire bushing separately certificated ZAM PD-M42
(FTZU 05 ATEX 0295U).

Based on the keypad changes has changed the name of the device.

(16) Report No.: 03/0104-D2 dated: 15.07.2012

(17} Special conditions for safe use:

17.1 The basic values for maximum constructional gaps are different from the maximum values shown
in Table 1 and table 2 EN 60079-1. The values are specified in the approval documents see list
of documentation (19) on page 3/3 of this document.

(18) Essential Health and Safety Requirements:

Covered by standards mentioned in {10) of this supplement to the certificate.

Responsible person: Date of issue: 01.08.2012

|

Vﬂ7ﬁ
Dipl. Irfg. Lukas Martinak Page: 2/3

Head of Certification Body

This supplement to certificate is granted subject to the general conditions of the FTZU, s.p.
This supplement to certificate may only be reproduced in its entirety and without any change, schedule included.

FTZU, s.p., Pikariska 1337/7, 716 07 Ostrava-Radvanice, Czech Republic,
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz




(13)

(14)

(19)

Physical Technical Testing Institute

Ostrava - Radvanice

List of Documentation:

Schedule

Supplement No. 2 to ]
EC-Type Examination Certificate N° FTZU 03 ATEX 0104 X

Title: Drawing No.: Pages:
Manual for use and installation 4 VVNF B 402 14
The result plate 4 FB 007 49

The result plate 4 FB 007 50

The result plate 4 FB 007 51

The result plate 4 FB 007 52

The result plate 4 FB 007 57

The result plate 4 FB 001 25

Choke 4 FE 114 11

The coil of transformer 4 FE 13105

The board assembled

4 FK 179 70,78-81

The board assembled

4 FK17971,72

The board assembled 4 FK17973
Block separation of transformer 4 FN 140 01
Transformer 4 FN 635 71
NTP 4 FP 153 42-46
NTP 4 FP 153 52-54
Mounting scheme autligyfon 4 FU 153 20
Mounting scheme aut 4 FU 153 21
Mounting scheme UB 4 FU 153 22
Mounting scheme ligyfon 4 FU 153 23
Diagram of autligyfon 4F117928
Diagram of aut + ZT 4 F1179 31
Diagram of UB 4 F1179 32
Diagram of ligyfon 4 F117933
Test code 4 VNF D 730
Regulation of NK-diel 4 NK 6369
Regulation of NK-diel 4 NK 6420

Technical condition

TPTE 20-344/11

NN O |[a2fja|a|lalalalalmla|vlalamm|lo|lv= = |lole |~ (o [

Responsible person;

——

o

Dipl. Ing. Lukas Martinak
Head of Certification Body

Date of issue: 01.08.2012

Page: 3/3

This supplement to certificate is granted subject to the general conditions of the FTZU, s.p.
This supplement to certificate may only be repreduced in its entirety and without any change, schedule included.

FTZU, s.p., Pikariska 1337/7, 716 07 Ostrava-Radvanice, Czech Republic,
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.fizu.cz




m Physical-Technical Testing Institute
@ Ostrava - Radvanice

¢ Supplementary EU - Type Examination Certificate No.3

(2) Equipment or Protective Systems Intended for Use
in Potentially Explosive Atmospheres
(Directive 2014/34/EU)

(3) EU - Type Examination Certificate number:

FTZU 03 ATEX 0104X

(4) Product: Flameproof telephone model 4FP 153 42-46, 4FP 153 52-54
(5) Manufacturer: TESLA Stropkov a.s.
(6) Address: Hviezdoslavova 37/46, 091 01 Stropkov, Slovakia Republic

(7) This supplementary certificate extends EC - Type Examination Certificate No. FTZU 03 ATEX 0104X
to apply to products designed and constructed in accordance with the specification set out in the
Schedule of the said certificate but having any variations specified in the Schedule attached to this
certificate and the documents therein referred to.

(8) The Physical-Technical Testing Institute, Not'l'ﬁeln}dﬁ Body number 1026, in accordance with Articles 17 of
Directive 2014/34/EU of the European Parliament and of the Council, dated 26.02.2014, certifies that
this product, as modified by this supplementary certifieate, has been found to comply with the Essential
Health and Safety Requirements relating to the design and construction of products intended for use in
potentially explosive atmospheres given in Annex |l to the Directive.

(9) In accordance with Article 41 of Directive 2014/34/EU, EC-Type Examination Certificates referring to
94/9/EC that were in existence prior to the date of applicatidn?bf_ 2014/34/EU (20.04.2016) may be
referenced as if they were issued in accordance with Directive 2014/34/EU. Supplementary
Certificates to such EC-Type Examination Certificates, and new'iﬁues of such certificates, may
continue to bear the original certificate number issued prior to 20.04.2018. :

(10) Compliance with the Essential Health and Safety Requirements has been assured by compliance with:
EN 60079-0:2012+A11:2013, EN 60079-1:2014, EN 60079-1"1‘:2012

(11) The marking of the product shall include the following:

@ IM2 Exdb [ib] | Mb
Ex) IM2  ExdbIMb (only typel4FF

(12) This certificate is valid till: 30.04.2023

_ . f_,,(:; P anICK! B,
ible person: [& P A

2 i
O

‘Dipl. Ing. Lukas Martinak 7%

o ~
o FE 8
J¢
A Ny,

d
Head of Certification Body (o Nl

This certiﬁcateMg@E&BjﬁﬁFtu the general conditions of the FTZU, s.p.
This certificate may only be reproduced in its entirety and without any change, schedule included.

Physical-Technical Testing Institute, s.p., Pikartska 1337/7, 716 07 Ostrava - Radvanice, Czech Republic
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz




ﬂ% Physical-Technical Testing Institute
@ Ostrava - Radvanice

(13) Schedule

14y Supplementary EU - Type Examination Certificate No. 3
to FTZU 03 ATEX 0104X

(15) Description of the variation to the Product:

The subject of this supplementary certificate is:

- Modification of certified apparatus:

Change of flameproof enclosure material, modification of electronic circuits related to intrinsically
safe circuits.

- Evaluation according to the newest standards: EN 60079-0:2012+A11:2013, EN 60079-1:2014,
EN 60079-11:2012.

- Prolongation of certificate validity.

(16) Report Number.: 03/0104/3

(17) Specific Conditions of Use:

1. Verified values of the maximum gaps and minimum constructional length of flameproof joints of this
enclosure are different from relevant minimum and maximum values mentioned in standard.
To obtain information about joints dimension it is necessary to contact the manufacturer.

2. Fasteners with a minimum property class 8.8.

(18) Essential Health and Safety Requirements:

Compliance with the Essential Health and Safety Requirements is covered by standards mentioned
in clause (10) of this supplementary certificate.

Resporisible person: Date of issue: 24.04.2018

/o

-
DL Of SR
ﬁ)ipl. Ing. Luka$ Martinak

Head of Certification Body

This certificate is granted subject to the general conditions of the FTZU, s.p.
This certificate may only be reproduced in its entirety and without any change, schedule included.

Physical-Technical Testing Institute, s.p., Pikartska 1337/7, 716 07 Ostrava - Radvanice, Czech Republic
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz

Page: 2/4



FTZ0
Ex

(13)

(14)

Physical-Technical Testing Institute

Ostrava - Radvanice

Schedule

to FTZU 03 ATEX 0104X

(19) Drawings and Documents:

Supplementary EU - Type Examination Certificate No. 3

Number Sheets Date Issue Description
4 VNF B 402 list 1-14 03/2018 -- User's manual
4 FA 256 02 1 3.8.2015 | 4K547/17 on 11.9.17 | Drawing
4 FA 256 05 1 3.8.2015 | 4K547/17 on 11.9.17 | Drawing
4 FA 573 06 1 21.8.1978 | 4K018/15 on 18.5.15 | Drawing
4 FA 573 07 1 16.9.1976 | 4K018/15 0on 18.5.15 | Drawing
4 FA 692 24.0 1 21.7.2011 | 4K036/150n 7.9.15 Drawing
4 FA 698 19 1 22.7.1977 | 4K547/17 on 11.9.17 | Drawing
4 FB 001 21 list 20,22 23.24.1,25,26.1| 13.4.1984 | 4K526/17 on 15.5.17 | Drawing
4 FB 007 49 list 20:23:24.1,2:25:26.1,2| 13.4.2012 | 4K525/12 on 18.5.12 | Drawing
4 FB 007 50 list 28.3.2012 | 4K526/17 on 14.8.17 | Drawing
20;23;24.1,2;25;26.1,2,28
4 FB 007 51 list 23:24.1,2:26.1,2:28.2 | 12.4.2012 | 4K525/12 on 18.5.12 | Drawing
4 FB 007 52 list 20;23;24.1,2;26.1,2 | 12.4.2012 | 4K525/12 on 18.5.12 Drawing
4 FB 007 57 list 20,23,24.1;25;26.1 13.4.2012 | 4K525/12 on 18.5.12 | Drawing
4 FE 114 11 1 10.4.2012 | 4K525/12 on 18.5.12 | Drawing
4 FE 130 32 list 1,2 16.1.1986 | 4K002/08 on 21.1.08 | Drawing
4 FE 130 33 list 1,2 [16.1.1986 | 4K007/08 on 11.2.08 | Drawing
4K008/00 on 28.6.00
4 FE 131 05 list 1,2 10.4.2012 | 4K573/12 on 5.11.12 | Drawing
4 FE 370 20 list 1,2 3.1.2005 | 4K008/09 on 9.3.07 | Drawing
4K014/09 on 20.4.05
4 FE 370 21 list 1,2 412005 | 4K008/09 on 9.3.07 | Drawing
4K014/09 on 20.4.05
4 FF 169 08 1 31.10.1977| 4K547/17 on 11.9.17 | Drawing
4 FF 169 09 1 29.7.1977 | 4K547/17 on 11.9.17 | Drawing
4 FK 171 26 1+1 27.04.2017| 4K526/17 on 15.5.17 | Drawing
4 FK 179 70,78-81 | list 1-5 + list 1-3 27.04.2017| 4K541/17 on 14.8.17 | Drawing
4K573/12 on 5.11.12
4K525/17 on 15.5.17
4K518/18 on 19.3.18
4 FK 179 71,72 19.04.2012| 4K573/12 on 5.11.12 | Drawing
4 FK179 73 19.04.2012| 4K573/12 on 5.11.12 | Drawing
4 FN 140 01 26.04.2012| 4K573/12 on 5.11.12 | Drawing

f F

/Zlipl. Ing. Lukas Martinak "z,
Head of Certification Body

Date of issue; 24.04.2018

Page: 3/4

This certificate is gra'n'ted subject to the general conditions of the FTZU, s.p.
This certificate may only be reproduced in its entirety and without any change, schedule included.

Physical-Technical Testing Institute, s.p., Pikartska 1337/7, 716 07 Ostrava - Radvanice, Czech Republic
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz
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Physical-Technical Testing Institute

Ostrava - Radvanice

(13) Schedule
@4y Supplementary EU - Type Examination Certificate No. 3
to FTZU 03 ATEX 0104X
Number Sheets Date Issue Description
4 FN 150 16 1 7.5.1986 | 4K008/06 on 28.5.06 | Drawing
4 FN 635 20 2 6.8.1984 | 4K016/89 on 5.10.89 | Drawing
_ 4K004/05 on 28.4.05
4 FN 635 21,23 1+1 25.2.1987 | 4K004/97 on 4.3.97 | Drawing
4K525/87 on 15.10.87
4 FN 635 22 2 6.8.1984 | 4K016/89 on 5.10.89 | Drawing
4K004/05 on 28.4.05
4 FN 635 25 1+1 23.1.1986 Drawing
4 FN 635 26 1+1 23.1.1986 | 4K003/01 on 28.2.01 | Drawing
4 FN 635 71 1 11.4.2012 | 4K539/130n 8.7.13 | Drawing
4 FP 153 42-46 list 1-2 + A3 (5x) 19.3.2012 | 4K573/12 0n 5.11.12 | Drawing
4 FP 153 52-54 list 1 + A3 (3x) 19.3.2012 | 4K573/12 on 5.11.12 | Drawing
4 FU 153 20 1 25.01.2012| 4K526/17 on 156.5.17 | Drawing
4 FU 153 21 1 27.01.2012| 4K573/12 on 5.11.12 | Drawing
4 FU 153 22 1 27.01.2012| 4K573/12 on 5.11.12 | Drawing
4 FU 153 23 1 27.01.2012| 4K526/17 on 15.5.17 | Drawing
4 F1179 28 1 31.03.2016| 4K526/17 on 15.5.17 | Drawing
4 F1179 31 1 26.04.2017| 4K526/17 on 15.5.17 | Drawing
4 F1179 32 1 26.04.2017| 4K526/17 on 15.5.17 | Drawing
4 F1179 33 1 26.04.2017| 4K526/17 on 15.5.17 | Drawing
4 FA 114 12 1 5.02.1990 | 4K011/13 on 18.3.13 | Drawing
4 VNF D 730 list 1-5, list 6-9 7.3.2012 | 4K518/18 on 19.3.18 | Testing instruction
| 4K573/12 on 05.11.12
4 NK 1185 | list 1 + Annex list 1 11.5.2012 | 4K573/12 0n 5.11.12 | Instruction for NK
4 NK 6369 ist 1 + Annex list 2,3 25.04.2012| 4K510/13 on 25.2.13 | Instruction for NK
4 NK 6420 ist 1 + Annex list 2 7.02.2012 | 4K573/12 on 5.11.12 | Instruction for NK
- ist 1-9 27.04.2012| 4K573/12 on 5.11.12 | Tech. specifications
TPTE 20-344 / 11
- 1 21.11.2014| Datasheet for the ZnAl15Cus alloy
-- 1 10/1998 Datasheet for EPDM CAD 5471 rubber
- 1 10.3.2016 | Datasheet to 4 FA 114 12
- list 1-7 29.10.2015| Datasheet to Makrolon 2407 for 4 FF 310 00
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Head of Certification Body

This certificate is granted subject to the general conditions of the FTZU, s.p.
This certificate may only be reproduced in its entirety and without any change, schedule included.

Physical-Technical Testing Institute, s.p., Pikartska 1337/7, 716 07 Ostrava - Radvanice, Czech Republic
tel +420 595 223 111, fax +420 596 232 672, ftzu@ftzu.cz, www.ftzu.cz
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